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EXHIBIT A fig.1
Painl Samples Taken: 8-1-08



Sample #13 Sample # 12
Building 12 Bullding 12
Interior Interior

7-1-09 drum Nwall

Bullding9  Building 8
Load Ramp MW car. (N)

be. A

RAINIER COMMONS - West Building Elevation (Airport Way S.) EXHIBT Afig.2
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EXHIBIT A fig.3



Buiding 13 East Face (left window wail)
10' x 10' Proposed Abatement Test Area # 1
High Pressure Water Jet removal

" Building 13 East Face (center window wall)
10' x 10’ Proposed Abatement Test Area # 2
Chemical removal

Buiiding 13 East Face (right window wall)
10" x 10' Proposed Abatement Test Area # 3
Sand Blast removal

Building 12 East Face
8 x 4' Poly Ures Encapsulation Test Area # 1

Poly Urea Encapsulation Test performed by Line-X Protective Coatings

Proposed Location for Abatemnent Tests to te performed by Purcell Painting and Coatings
EXHIBIT B fig.1

RAINIER COMMONS - Encapsulation and Proposed Abatement Test locations

SITE PLAN

EXHIBIT B fig.2





